Instructions:
- This document only applies to CCGXes with serial number HQ1628 or earlier. Later units do not require this dongle.
- Use this dongle in VE.Bus systems consisting of 5 or more MultiS or QuattroS. How these devices are configured, in parallel or multiple-phase, is not important.
- Without this dongle it is not always possible to switch a system back on after switching it off from the Color Control GX menus.
- Connect only the dongle to the CCGX: leave the other VE.Bus socket on the CCGX open.